New Enterprise Rural Electric Cooperative
3596 Brumbaugh Rd, P.O. Box 75, New Enterprise, PA 16664

814-766-3221

or 800-270-3177 x 226, Leslie Zimmerman

SERVICE MAST INSTALLATION
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Grounding and bonding
requirements to meet the
National Electrical Code. See NEC
250.24 and 250.586.

Ground rod(s) furnished and
installed by member.




